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Instructionsfor reassigning a unit to another system

. After you have logged on select “Change System” from the File Menu
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In the dialog box that appears select the System “ANMM Trial” and press OK
Log in to the new system and then Select “ Configure System” From the File menu
Expand the menu tree under the system name by clicking the + symbol

Select Delete Point From the Shortcut menu (right click) on the point name
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6. Select “Save’ From the File menu
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7. Enter change number and description. When save is complete, exit from the
configuration screen back to the main program and apply settings when prompted



